
 
 

February 7, 2025 

TO: ALL BID DOCUMENT HOLDERS OF RECORD 

FROM: Erica C. Bonilla, Director, Purchasing & Warehsouse 

SUBJECT:  Addendum No. 1 to Bid No. 24/25-22 – Rack Mount Lithium Ion UPS 
 

This Addendum forms a part of the bid documents for the project identified above. All remaining 
portions of the bid documents not specifically mentioned or otherwise revised by this Addendum 
remain in full force and effect. 

 
The bid documents are modified as set forth below: 

 
 

1. Responses to questions received from prospective bidder concerning these bid documents 
are included herein. 

 
Please acknowledge this addendum in your bid packet. Failure to do so will subject the 
bidder to disqualification. 



 
 

1. Question: 
 

 Narrative: 
 

Depending on the way you interpret the RFP, we could have two different battery 
counts. When they ask for “UPS with 100Ah battery” they are being a bit ambiguous as 
to whether every UPS needs one EBM. It is elaborated a little In their specific specs 
section: 

  
 For “6000KVA USP with 100Ah battery”, they state: 
 N1C.LR6000 with N1C.L48100EMB3U or equivalent 

  
 Similarly, for “2000KVA UPS with 100Ah battery”, they state: 
 N1C.LR2000 with N1C.L48100EMB3U or equivalent 

  
This hints they want an EBM with every UPS, it might be worth our time to reach out to 
the school and find out if we need an EBM for every line item. The two options are: 

  
 BoM #1 (EBM with every UPS + the extra they requested): 

26 x 9PX6K-L [assets.tripplite.com] 6000VA 5400W 208V Online Double-Conversion 
UPS - L6-30P or Hardwired Input, 2 L6-20R, 2 L6-30R, Lithium-ion Battery, Cybersecure 
Network Card, Extended Run, 3U Rack/Tower 
 
26 x 9PXEBM192RT-L [assets.tripplite.com] 192V Lithium-Ion Extended Battery Module 
(EBM) for 9PX6K-L UPS System, 2U Rack/Tower [if we need an external battery per unit) 
 
11 x 9PXEBM192RT-L [assets.tripplite.com] 192V Lithium-Ion Extended Battery Module 
(EBM) for 9PX6K-L UPS System, 2U Rack/Tower 
 
16 x 9PX2000RTN-L [assets.tripplite.com] Eaton 9PX lithium ion UPS, 2U, 2000 VA, 1800 
W, 5-20P input, Outputs: (6) 5-20R, (1) L5-20R, 120V, includes network card 
 
16 x 9PXEBM72RT-L [assets.tripplite.com] 72V Lithium-ion Extended Battery Module 
(EBM) used with 9PX2000RTN-L, 1U Rack/Tower 
 
26 x PDUMNH30HV [assets.tripplite.com] 5.5kW Single-Phase Monitored PDU with LX 
Platform Interface, 208/230V Outlets (12-C13 and 4-C19), L6-30P, 12 ft. (3.66 m) Cord, 
2U Rack-Mount, TAA 
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BoM #2 (Only the extra EBMs) 
26 x 9PX6K-L [assets.tripplite.com] 6000VA 5400W 208V Online Double-Conversion UPS - L6-
30P or Hardwired Input, 2 L6-20R, 2 L6-30R, Lithium-ion Battery, Cybersecure Network Card, 
Extended Run, 3U Rack/Tower 
 
26 x PDUMNH30HV [assets.tripplite.com] 5.5kW Single-Phase Monitored PDU with LX Platform 
Interface, 208/230V Outlets (12-C13 and 4-C19), L6-30P, 12 ft. (3.66 m) Cord, 2U Rack-Mount, 
TAA 
 
6 x 9PXEBM192RT-L [assets.tripplite.com] 192V Lithium-Ion Extended Battery Module (EBM) for 
9PX6K-L UPS System, 2U Rack/Tower 
 
15 x 9PX2000RTN-L [assets.tripplite.com] Eaton 9PX lithium ion UPS, 2U, 2000 VA, 1800 W, 5-
20P input, Outputs: (6) 5-20R, (1) L5-20R, 120V, includes network card 
 
District Answer: 

 
If bidding equivalent equipment, you should be as closely matching the runtime in 
minutes of the provided part numbers at 80% load.  The number of batteries needed will 
be dependent on the manufacturer specifications.   Specifications for the listed 
equipment is provided below: 

 
6000KVA UPS with 100Ah battery runtime at 80% load = 63 minutes  
6000KVA UPS with 100Ah battery and Additional battery runtime at 80% load = 125 minutes 
2000KVA UPS with 100Ah battery runtime at 80% load = 138 minutes 
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